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to part 50, the space provided shall be
adequate to accommodate a full-time
inspector, a part-time secretary and
transient NRC personnel and will be
generally commensurate with other of-
fice facilities at the site. A space of 250
square feet either within the site’s of-
fice complex or in an office trailer or
other on site space is suggested as a
guide. For sites containing multiple
power reactor units or fuel facilities,
additional space may be requested to
accommodate additional full-time in-
spector(s). The office space that is pro-
vided shall be subject to the approval
of the Director, Office of Nuclear Reac-
tor Regulation. All furniture, supplies
and communication equipment will be
furnished by the Commission.

(3) The licensee or construction per-
mit holder shall afford any NRC resi-
dent inspector assigned to that site, or
other NRC inspectors identified by the
Regional Administrator as likely to in-
spect the facility, immediate unfet-
tered access, equivalent to access pro-
vided regular plant employees, fol-
lowing proper identification and com-
pliance with applicable access control
meaures for security, radiological pro-
tection and personal safety.

(4) The licensee or construction per-
mit holder (nuclear power reactor only)
shall ensure that the arrival and pres-
ence of an NRC inspector, who has been
properly authorized facility access as
described in paragraph (b)(3) of this
section, is not announced or otherwise
communicated by its employees or con-
tractors to other persons at the facility
unless specifically requested by the
NRC inspector.

[21 FR 355, Jan. 19, 1956; 44 FR 47919, Aug. 16,
1979, as amended at 52 FR 31612, Aug. 21, 1987;
53 FR 42942, Oct. 25, 1988]

§50.71 Maintenance of records, mak-
ing of reports.

(a) Each licensee and each holder of a
construction permit shall maintain all
records and make all reports, in con-
nection with the activity, as may be
required by the conditions of the li-
cense or permit or by the rules, regula-
tions, and orders of the Commission in
effectuating the purposes of the Act,
including section 105 of the Act. Re-
ports must be submitted in accordance
with §50.4.
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(b) With respect to any production or
utilization facility of a type described
in §50.21(b) or 50.22, or a testing facil-
ity, each licensee and each holder of a
construction permit shall submit its
annual financial report, including the
certified financial statements, to the
Commission, as specified in §50.4, upon
issuance of the report.

(c) Records that are required by the
regulations in this part, by license con-
dition, or by technical specifications,
must be retained for the period speci-
fied by the appropriate regulation, li-
cense condition, or technical specifica-
tion. If a retention period is not other-
wise specified, these records must be
retained until the Commission termi-
nates the facility license.

(d)(1) Records which must be main-
tained pursuant to this part may be the
original or a reproduced copy or
microform if such reproduced copy or
microform is duly authenticated by au-
thorized personnel and the microform
is capable of producing a clear and leg-
ible copy after storage for the period
specified by Commission regulations.
The record may also be stored in elec-
tronic media with the capability of
producing legible, accurate, and com-
plete records during the required reten-
tion period. Records such as letters,
drawings, specifications, must include
all pertinent information such as
stamps, initials, and signatures. The li-
censee shall maintain adequate safe-
guards against tampering with and loss
of records.

(2) If there is a conflict between the
Commission’s regulations in this part,
license condition, or technical speci-
fication, or other written Commission
approval or authorization pertaining to
the retention period for the same type
of record, the retention period specified
in the regulations in this part for such
records shall apply unless the Commis-
sion, pursuant to §50.12 of this part,
has granted a specific exemption from

the record retention requirements
specified in the regulations in this
part.

(e) Each person licensed to operate a
nuclear power reactor pursuant to the
provisions of §50.21 or §50.22 of this
part shall update periodically, as pro-
vided in paragraphs (e) (3) and (4) of
this section, the final safety analysis
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report (FSAR) originally submitted as
part of the application for the oper-
ating license, to assure that the infor-
mation included in the report contains
the latest information developed. This
submittal shall contain all the changes
necessary to reflect information and
analyses submitted to the Commission
by the licensee or prepared by the li-
censee pursuant to Commission re-
quirement since the submittal of the
original FSAR, or as appropriate the
last update to the FSAR under this
section. The submittal shall include
the effects?! of: All changes made in the
facility or procedures as described in
the FSAR; all safety analyses and eval-
uations performed by the licensee ei-
ther in support of approved license
amendments, or in support of conclu-
sions that changes did not require a li-
cense amendment in accordance with
§50.59(c)(2) of this part; and all anal-
yses of new safety issues performed by
or on behalf of the licensee at Commis-
sion request. The updated information
shall be appropriately located within
the update to the FSAR.

(1) The licensee shall submit revi-
sions containing updated information
to the Commission, as specified in
§50.4, on a replacement-page basis that
is accompanied by a list which identi-
fies the current pages of the FSAR fol-
lowing page replacement.

(2) The submittal shall include (i) a
certification by a duly authorized offi-
cer of the licensee that either the in-
formation accurately presents changes
made since the previous submittal,
necessary to reflect information and
analyses submitted to the Commission
or prepared pursuant to Commission
requirement, or that no such changes
were made; and (ii) an identification of
changes made under the provisions of
§50.59 but not previously submitted to
the Commission.

(3)(i) A revision of the original FSAR
containing those original pages that
are still applicable plus new replace-
ment pages shall be filed within 24
months of either July 22, 1980, or the
date of issuance of the operating li-

1Effects of changes includes appropriate
revisions of descriptions in the FSAR such
that the FSAR (as updated) is complete and
accurate.
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cense, whichever is later, and shall
bring the FSAR up to date as of a max-
imum of 6 months prior to the date of
filing the revision.

(ii) Not less than 15 days before
§50.71(e) becomes effective, the Direc-
tor of the Office of Nuclear Reactor
Regulation shall notify by letter the li-
censees of those nuclear power plants
initially subject to the NRC’s system-
atic evaluation program that they need
not comply with the provisions of this
section while the program is being con-
ducted at their plant. The Director of
the Office of Nuclear Reactor Regula-
tion will notify by letter the licensee of
each nuclear power plant being evalu-
ated when the systematic evaluation
program has been completed. Within 24
months after receipt of this notifica-
tion, the licensee shall file a complete
FSAR which is up to date as of a max-
imum of 6 months prior to the date of
filing the revision.

(4) Subsequent revisions must be filed
annually or 6 months after each refuel-
ing outage provided the interval be-
tween successive updates does not ex-
ceed 24 months. The revisions must re-
flect all changes up to a maximum of 6
months prior to the date of filling. For
nuclear power reactor facilities that
have submitted the certifications re-
quired by §50.82(a)(1), subsequent revi-
sions must be filed every 24 months.

(5) Each replacement page shall in-
clude both a change indicator for the
area changed, e.g., a bold Iline
vertically drawn in the margin adja-
cent to the portion actually changed,
and a page change identification (date
of change or change number or both).

(6) The updated FSAR shall be re-
tained by the licensee until the Com-
mission terminates their license.

(f) The provisions of this section
apply to nuclear power reactor licens-
ees that have submitted the -certifi-
cation of permanent cessation of oper-
ations required under §50.82(a)(1)(i).
The provisions of paragraphs (a), (c),
and (d) of this section also apply to
non-power reactor licensees that are no
longer authorized to operate.

[33 FR 9704, July 4, 1968, as amended at 41 FR
18303, May 3, 1976; 45 FR 30615, May 9, 1980; 51
FR 40310, Nov. 6, 1986; 53 FR 19250, May 27,
1988; 57 FR 39358, Aug. 31, 1992; 61 FR 39301,
July 29, 1996; 64 FR 53614, Oct. 4, 1999]
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EFFECTIVE DATE NOTE: See 64 FR 53582,
Oct. 4, 1999, for effectiveness of §50.71(e) in-
troductory text.

§50.72 Immediate notification require-
ments for operating nuclear power
reactors.

(a) General requirements.! (1) Each nu-
clear power reactor licensee licensed
under §50.21(b) or §50.22 of this part
shall notify the NRC Operations Center
via the Emergency Notification Sys-
tem of:

(i) The declaration of any of the
Emergency Classes specified in the li-
censee’s approved Emergency Plan;2 or

(if) Those non-emergency events
specified in paragraph (b) of this sec-
tion that occurred within three years
of the date of discovery.

(2) If the Emergency Notification
System is inoperative, the licensee
shall make the required notifications
via commercial telephone service,
other dedicated telephone system, or
any other method which will ensure
that a report is made as soon as prac-
tical to the NRC Operations Center.3

(3) The licensee shall notify the NRC
immediately after notification of the
appropriate State or local agencies and
not later than one hour after the time
the licensee declares one of the Emer-
gency Classes.

(4) The licensee shall activate the
Emergency Response Data System
(ERDS)4 as soon as possible but not
later than one hour after declaring an
Emergency Class of alert, site area
emergency, or general emergency. The
ERDS may also be activated by the li-
censee during emergency drills or exer-
cises if the licensee’s computer system
has the capability to transmit the ex-
ercise data.

(5) When making a report under para-
graph (a)(1) of this section, the licensee
shall identify:

(i) The Emergency Class declared; or

10ther requirements for immediate notifi-
cation of the NRC by licensed operating nu-
clear power rectors are contained elsewhere
in this chapter, in particular §§20.1906,
20.2202, 50.36, 72.216, and 73.71.

2These Emergency Classes are addressed in
Appendix E of this part.

3Commercial telephone number of the NRC
Operations Center is (301) 816-5100.

4Requirements for ERDS are addressed in
Appendix E, Section VI.
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(ii) Paragraph (b)(1), ‘“One-hour re-
ports,”” paragraph (b)(2), ‘““Four-hour re-
ports,” or paragraph (b)(3), ‘“Eight-
hour reports,” as the paragraph of this
section requiring notification of the
non-emergency event.

(b) Non-emergency events—(1) One-
hour reports. If not reported as a dec-
laration of an Emergency Class under
paragraph (a) of this section, the li-
censee shall notify the NRC as soon as
practical and in all cases within one
hour of the occurrence of any deviation
from the plant’s Technical Specifica-
tions authorized pursuant to §50.54(x)
of this part.

(2) Four-hour reports. If not reported
under paragraphs (a) or (b)(1) of this
section, the licensee shall notify the
NRC as soon as practical and in all
cases, within four hours of the occur-
rence of any of the following:

(i) The initiation of any nuclear
plant shutdown required by the plant’s
Technical Specifications.

(ii)—(iii) [Reserved]

(iv)(A) Any event that results or
should have resulted in emergency core
cooling system (ECCS) discharge into
the reactor coolant system as a result
of a valid signal except when the actu-
ation results from and is part of a pre-
planned sequence during testing or re-
actor operation.

(B) Any event or condition that re-
sults in actuation of the reactor pro-
tection system (RPS) when the reactor
is critical except when the actuation
results from and is part of a pre-
planned sequence during testing or re-
actor operation.

(V)-(X) [Reserved]

(xi) Any event or situation, related
to the health and safety of the public
or onsite personnel, or protection of
the environment, for which a news re-
lease is planned or notification to
other government agencies has been or
will be made. Such an event may in-
clude an onsite fatality or inadvertent
release of radioactively contaminated
materials.

(3) Eight-hour reports. If not reported
under paragraphs (a), (b)(1) or (b)(2) of
this section, the licensee shall notify
the NRC as soon as practical and in all
cases within eight hours of the occur-
rence of any of the following:

(i) [Reserved]
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